MPANY

BACONG PILIPINAS

SUPPLEMENTAL/BID BULLETIN NO. 1

PROCUREMENT OF THE SUPPLY, INSTALLATION, AND COMMISSIONING OF
THREE (3) UNITS OF 30TR INVERTER-TYPE PACKAGED AIR HANDLING
UNITS (AHU) WITH MATCHING TWO (2) AIR-COOLED CONDENSER UNITS
(ACU) AT THE 6™, 7™, & 8™ FLOORS OF THE NDC BUILDING

PROJECT REFERENCE NO. MR25-09-109

Please be advised of the following amendments/clarifications in the Bidding
Documents raised during the Pre-Bid Conference held on October 3, 2025, and
inquiries received from prospective bidders.

FOR CLARIFICATIONS:

a. Certificate of Inspection & Site Inspection
- Bidders must obtain a Certificate of Inspection before submitting
their bid. A Certificate of Inspection must be submitted during
the opening of the bid, and it is part of the bidding documents.

Site Inspection will be accommodated until October 13, 2025,
between 9:00 am to 4:00 pm. Kindly look for Engr. Jene Israel V.
Ong or Engr. Marc Miguel L. Bancud.

b. Zoom Link
A Zoom link will be provided for BAC Members and prospective
bidders who are unable to attend the bid opening on-site. Please
refer to the Zoom link details below.

Meeting ID: 975 1323 1911
Passcode: 930725

c. AHU Specifications:

- The AHU filter shall have at least five (5) layers.

- NDC reiterates the following specification for the air filter:

- UL Listed, UL Class 2 52HL Classified for flammability, with 95%
efficiency, dust-free, electrostaticc, and washable type
characteristics.

- Dust holding capacity of the filter shall be at least 100 grams at
0.5"w.g. 130 grams at 1" w.g.
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d. Statement of Single Largest Completed Contract (SLCC)

The bidder shall submit a Statement of Single Largest Completed
Contract (SLCC) that is similar in nature to the contract being bid,
completed within the last five (5) years prior to the deadline for
submission and receipt of bids. The SLCC must have a value
equivalent to at least fifty percent (50%) of the Approved Budget for
the Contract (ABC) for each lot being bid.

The submitted SLCC must specifically pertain to inverter-type Air
Handling Units (AHUs). Project titles that do not explicitly indicate
inverter-type AHUs shall be supported by appropriate documentation
to establish the similarity of the contract.

REMINDERS:

+

The bidders must also provide a soft copy of the Detailed Financial
Bid in Microsoft Excel format showing the formula used in the
computation of the costs.

The bidder shall submit a USB containing the soft copy of the
detailed financial bid enclosed in the financial envelope.

The complete eligibility = documents shall bear tabs
identifying/separating each of the required eligibility, technical, and
financial documents

The Deadline for Submission of Eligibility Requirements and Bids
shall be on October 16, 2025, at 1:00 pm. (7" Floor NDC Clock), on
the 7t Floor, NDC Building.

The Opening of Eligibility Requirements and Bids shall push through
on October 16, 2025, at 2:00 pm at the ABB Hall of the NDC Building
and via Zoom

Please note that late bids will not be accepted.

Supplemental/Bid Bulletin No. 1 is issued to modify or amend items in the Bidding
Documents. This shall form an integral part of the Bidding Documents.

/

AGM LEopth)})o JOHN F. ACOT
Chairperson
Bids and Awards Committee




