BAGONG PILIPINAS

BID BULLETIN NO. 2

PROCUREMENT OF THE SUPPLY OF LABOR AND MATERIALS FOR THE UPGRADE
OF FIRE DETECTION AND ALARM SYSTEM (FDAS), INCLUDING REPAIR OF
SELECTED FIRE PROTECTION SYSTEM (FPS) EQUIPMENT OF THE NDC BUILDING
(2" PUBLIC BIDDING)

(PROJECT REFERENCE NO. MR25-09-116)

Please be advised of the following queries and clarifications raised during the Pre-Bid
Conference held on November 28, 2025, and through the official email on December 3, 2025:

QUERIES

CLARIFICATION/AMENDMENT

The prospective bidder asked whether they
could use the certificate of site inspection
issued by the end-user during the previous
bidding for the above-mentioned project?

The end-user stated that they can still
use their said certificate as a requirement
for inclusion in the submission of the
eligibility, technical, and financial
requirements.

The prospective bidder said that their bid
was not able to submit on the required time
of submission of first bidding of the
abovementioned project, the bidder asked if
the BAC considered their previous
eligibility,  technical, and financial
documents to be submit on the opening and
eligibility check.

The prospective bidder can submit the
said documents; however, the date must
be accordance with the required date
which is the start of the posting of the
second bidding for the abovementioned
project and prior of the opening and
eligibility check.

Note: The second bidding is treated as a
fresh procurement opportunity.

The prospective bidder asked about the
award criterion, whether they would provide
details or columns.

Based on Section VII. Technical
Specification on the Bidding Documents,
we do not require adding another column
since the award criterion we declared on
our Bid Data Sheet is Lowest Calculated
and Responsive Bid (LCRB).

The prospective bidder requests a copy of
the floor plan of NDC.

Please see the attached Annex “A” for a
copy of the floor plan.

Reminders:

e The schedule for the site inspection is until December 12, 2025, from 8:00 AM to 5:00
PM. The contact persons are Engr. Jene Israel V. Ong and Engr. Marc Bancud. The
certification of site inspection will be issued by the NDC on the day of the site
inspection.

Note: The Certificate of Site Inspection shall be included in the submission
of the Eligibility and Technical Requirements.

e Bidders must also provide a soft copy of the Price Schedule in Microsoft Excel format
showing the formula used in the computation of the costs.

e The USB containing the soft copy of the detailed financial bid should be enclosed in
the financial envelope.
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e Deadline of submission of bid will be on December 15, 2025, at 1:00 p.m. (7" floor
NDC clock) on the 7% floor NDC Building. Late bids will not be accepted.

e The Opening of Bids shall be on December 15, 2025, at 2.00 p.m. at the ABB Hall,
NDC Building.

e Complete eligibility documents shall bear tabs identifying/separating each of the
required eligibility, technical, and financial documents.

For further inquiries, you may coordinate with our Bids and Awards Committee
Secretariat at 8840-4838 loc. 224.

This BID BULLETIN No. 1 is issued this 9" day of December 2025 for the guidance

and information of all concerned.
~7 ”‘73
./ (

AGM LEOPOLDO JOHN F. ACOT
Chairperson
Bids and Awards Committee
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